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What is the clearance required between smoke alarms (and smoke detectors) and 
return air grills in Group R, Division 3 occupancies?  
 
The minimum required clearance is three feet.  §2-3.5.1 states that smoke detectors shall 
not be located where airflow prevents operation of the units. Appendix §A-2.3.5.1. 
recommends that smoke detectors not be located in direct airflow or closer than three feet 
from an air supply diffuser or return air openings.  However, the commentary on Section 
A-2.3.5.1 found in the 1999 edition of the National Fire Alarm Code Handbook states 
that there may be circumstances where a separation of three feet is not adequate and a 
greater separation is required depending upon the HVC velocity and type of diffusers. 
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